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Sedimentation Plant
(non-wastewater)
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PERMIT NUMBER

*001 APERMITTEE NAME/ADDRESS
NAME:

	

US Department of Interior Bureau of Reclamation
ADDRESS:

	

826 E FRONT STREET, SUITE A
PORT ANGELES, WA. 98362-3613

FACILITY:

	

ELWHA WATER TREATMENT PLANT
LOCATION:

	

Elwha River/ Lat: 48°10'10 " N./Long:123°33 ' 7 "W

ATTN:

	

DAVID F ADKINS, USBR CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION
NO . EX

FREQUENCY OF
ANALYSIS

SAMPLE
TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS

Water Temperature
Effluent 00010 1 0 0

Sample
Measurement

5.0 10.4
Deg.C

0 Daily Grab

Permit Requirement Report Report ****" 5NVeek Grab

Water Temperature
Influent 00010 7 0 0

Sample
Measurement

,,,* , 7.1 12.1
Deg. C

0 Daily Grab.*.... .....

Permit Requirement ****** * ***` **'*** Report Report 5/Week Grab

Flow Rate
Effluent 00066 1 0 0

Sample
Measurement

13.5 21.9

CFS

* **** "* ****'* 0 Continous Recording

Permit Requirement Report Report ....a., '**"* Continous Recording

Flow Rate
Influent 00056 7 0 0

Sample
Measurement

37.5 46.2

CFS

****** ***** *

	

* 0 Continous Recording

Permit Requirement Report Report Continous Recording

Turbidity
Influent 00070 7 0 0

Sample
Measurement

,***, *,**** ** .*« 283.5 2061.0
NTU

0 Continous Recording

Permit Requirement Report Report Continous Recording

Total Suspended Solids
Daily Average Influent Turbidity > 50 NTU

Influent 00150 P 0 0
See Comments Below

Sample
Measurement

118,572 626,791
Lb/Day

** ** 516.3 2619.0
mg /I_

0 Daily
24-Hr

Composite

Permit Requirement Report See I.B.3 & I.B.4 Report Report Daily
24-Hr

Composite

Dissolved Oxygen
Influent 00300 7 0 0

Sample
Measurement

	 * ****** 15.9 17.9
mgiL

0 Daily Grab

Permit Requirement ...... ...:..
`* "** Report Report ...... 1/Month Grab
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NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT (DMR)

PERMITTEE NAME/ADDRESS
NAME:

	

US Department of Interior Bureau of Reclamation

ADDRESS:

	

826 E FRONT STREET, SUITE A

PORT ANGELES, WA. 98362-3613
FACILITY:

	

ELWHA WATER TREATMENT PLANT

LOCATION:

	

Eiwha River/ Lat: 48°10'10" N./Long:123°33'7"W

ATTN:

	

DAVID F ADKINS, USBR CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION NO. EX FREQUENCY OF
ANALYSIS

SAMPLE
TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS

BOD, 5-Day
Effluent 00310 1 0 0

Sample
Measurement

«. ,«««« ,,, , 2.7 2.7
mg /I_

0 1! Month Comp

Permit Requirement 0,00. Report Report 11 Month
24- Hr

Composite

PH
Effluent 00400 1 0 0

Sample
Measurement

«««««* *«,««, 7.5 8.0
SU

0 Daily Grab

Permit Requirement 6.5 - 8.5 8.5 smeek Grab

PH
Influent 00400 7 0 0

Sample
Measurement

* .«* ...^ 7.5 7.9
SU

0 Daily Grab

Permit Requirement **"*' ****«' •***** 6.5 - 13.5 8.5 S1Week Grab

Total Alkalinity (As CAC03)
Effluent 004101 0 0

Sample
Measurement 44.5 50.0

mglL as
CaCoa

0 Daily Comp

Permit Requirement 0..00 ****** Report Report
*#****

'Month 24-Hr Comp

Total Solids Suspended
Effluent 00530 0 0 0

Daily Average Influent Turbidity n 50 NTU
See Comments Below

Sample
Measurement

148,262 658,964

Lb/Day

*«***« 1,505.6 6,125.0

mglL
0 Daily 24-Hr Comp

Permit Requirement 441,377 3,136,954 *"*** Report Report * fie*** Daily
24- Hr

Composite
Total Suspended Solids

Effluent 00530 P 0 0
Daily Average Influent Turbidity < 50 NTU

See Comments Below

Sample
Measurement

15 29
##fCFS
River

**««** 329.55 528.00
mg&

8
See attached data

report
Comp

Permit Requirement Report 22 0000 Report Report ****** Daily
24- Hr

Composite
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NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT (DMR)

PERMITTEE NAME/ADDRESS
NAME:

	

US Department of Interior Bureau of Reclamation

ADDRESS:

	

826 E FRONT STREET, SUITE A
PORT ANGELES, WA, 98362-3613

FACILITY:

	

ELWHA WATER TREATMENT PLANT
LOCATION:

	

Elwha River/ Lat: 48°10'10" N./Long:123°33'7"W
ATTN:

	

DAVID F ADKINS, USBR CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION
NO EX FREQUENCY OF

ANALYSIS
SAMPLE

TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS
.

Total Suspended Solids
Influent 00530 7 0 0

D a il y A verage I n fl uen t T ur bidity < 50 NTU
See Comments Below

Sample
Measurement

15 33 Lb/CFS
River

52.97 110.75
mg1L

O Day of Discharge Comp
*«Aw

Permit Requirement Report Report ***** Report Report Daily
24-Hr

Composite

Settleable Solids
Effluent 00545 1 0 0

Sample
Measurement

«,_, .,,,
1 1.0 0 1lMonih Comp*,««.

Permit Requirement ***« Report Report
mllL

****** 11MOnth
24-H r

Composite

Settleable Solids
Influent 00545 7 0 0

Sample
Measurement

«,,* 1.3 1.3

mllL

0 1/Month Comp

***"*,, °-*** Report Report 'Month
24-Hr

Composite
Permit Requirement

Aluminum, Total (As AL)
Effluent 01105 1 0 0

Sample
Measurement

51.5 1,545.2

lb/Day
48 48

mglL
0 'Month Comp.««„*

Permit Requirement Report Report *•***• Report Report *Sr*** 1/Month
24-Hr

Composite

Aluminum, Total (As AL)
Influent 01105 7 0 0

Sample
Measurement

148.6 4456.5
lb/Day

*'**** 27.0 27.0
mg1L

0 'Month Comp

Permit Requirement Report Report Report Report ****** 11MOnth
24-Hr

Composite
*•••*

Fecal Coliform
Effluent 31625 1 0 0

Sample
Measurement

* *,, , 8 11 0 101 Month Grab

****** Report Report #1100 ML ****** 101 Month GrabPermit Requirement

Fecal Coliform
Influent 31625 7 0 0

Sample .

	

. * «* , .*«..« 3 5 0 101 Month GrabMeasurement
. .* ..x

*^*
Report Report #1100 ML

***** *
101 Month GrabPermit Requirement **'***
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NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)

DISCHARGE MONITORING REPORT (DMR)

PERMITTEE NAME/ADDRESS
NAME:

	

US Department of Interior Bureau of Reclamation

ADDRESS:

	

826 E FRONT STREET, SUITE A
PORT ANGELES, WA. 98362-3613

FACILITY:

	

ELWHA WATER TREATMENT PLANT
LOCATION:

	

Elwha River/ Lat: 48°10'10"N./Long:123°33'7"W
ATTN:

	

DAVID F ADKINS, USSR CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION
NO EX

FREQUENCY OF
ANALYSIS

SAMPLE
TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS

.

Total Dissolved Solids
Effluent 70295 1 0 0

Sample
Measurement

,««««« , ,^.« .««««« 54.0 54.0
mg/I_

0 MMontn Camp

Permit Requirement ea.*, Report Report ««'«« 'Month
24-Hr

Composite

Total Dissolved Solids
Influent 70295 7 0 0

Sample
Measurement

,.,«««« tree. 60.0 60.0
m glL

0 4rMonm Comp^.« .

Permit Requirement `««««« eke.. Report Report 'Month
24-Hr

Composite
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ELWHA NPDES REPORTING - SLURRY DISCHARGE - WA-002666-2
Dec-13

INFLUENT TURBIDITY LESS THAN 50 NTU

Day
Influent

Turbidity - 13
Flow, Daily, Influent

flow/daily,
at outfall

3078

flow/daily
at outfall

cal

River
Flow, 1

TSS
Influent, 8

TSS Influent
Mass_Calc

TSS
Effluent

5002

TSS Effluent
Mass_Calc

TSS Influent
CFS River

calc

TSS
Effluent

CFS River
calc

3000

NTU MGD CFS MGD CFS CFS msilL Lbs/Day mg1L Lbs/Day Lbs/CFS Lbs1CFS
12/18/2013 48.3 19.79 30.6 3.86 6.0 555.0 57.00 9,408 497.50 16,016 17 29
12/19/2013 42.8 18.93 29.3 2.91 4.5 521.0 43.00 6,787 528.00 12,814 13 25
12120!2013 34.6 113.96 29.3 3.01 4.7 538.0 110.75 17,512 321.00 8,058 33 15
12/22/2013 32.6 19.09 29.5 3.05 4.7 590.0 48.50 7,721 259.00 6,588 13 11
12/26/2013 44.1 18.87 29.2 3.00 4.6 571.0 46.75 7,356 358.00 8,957 13 16
12/27/2013 34.9 18.43 28.5 2.97 4.6 628.0 79.50 12,217 448.00 11,097 19 18
12/28/2013 47.1 18.73 29.0 2.98 4.6 571.0 44.40 6,937 341.00 8,475 12 15
12/29/2013 28.0 18.92 29.3 3.03 4.7 560.0 31.50 4,970 198.00 5,003 9 9
12/30/2013 23.6 18.10 28.0 2.96 4.6

_
547.0 33.50 5,058 198.50 4,900 9 9

12/31/2013 31.2 18.28 28.3 2.99 4.6 543.0 34.80 5,305 146.50 3,653 10 7
DAILY MAX 48.3 19.79 30.6 3.86 6.0 628.0 110.75 17511.58 528.00 16015.72 33 29
AVERAGE 36.7 18.81 29.1 3.08 4.8 562.4 52.97 8327.05 329.55 8556.23 15 15

Note:

ELWHA December 2013 - WA-002666-2
INFLUENT TURBIDITY ABOVE 50 NTU

Day
Influent

Turbidity - 13
Flow, Daily, Influent flow/daily,

at outfall
3078

flow/daily
at outfall

cal

River
Flow, 1

TSS
Influent, 8

TSS Influent
Mass_Calc

TSS
Effluent

5002

TSS Effluent
Mass_Calc

Mass NTE
Limit_calc3000

NTU MGD CFS MGD CFS CFS mg1L Lbs/Day mg/L LbslLlay Ibslday
12/1/2013 341 213.70 44.40 12.9 19.96 2000 2619 626.791 6125 658,964 3,136,954
12/2/2013 2061 26.71 41.33 12.35 19.11 1850 1979 440.845 4708 484,919 2,200,147
121312013 1592 27.04 41.83 13.04 20.18 1290 1343.5 302,933 4074 443,062 1,095,1320
12/4/2013 1224 27.44 42.46 13.72 21.23 1100 558.5 127,826 2222 254,252 401,703
1215!2013 654 28.24 43.69 12.98 20.08 1020 818 192,643 2202 238,374 547,486
12/6/2013 614 28.20 43.63 12.35 19.11 1010 693 162,985 1520 156,558 456,096
12/7/2013 347 28.79 44.55 12.78 19.77 930 391.5 94,003 1198 127,689 242,288
12!812013 259 28.57 44.21 12.43 19.23 889 414 98,652 1498 155,292 245,724
12!912013 241 29.89 46.25 12.52 19.37 689 337 84,005 1474 153,910 163,903

12/10/2013 237 29.17 45.14 12.96 20.05 692 251 61,067 744 80,416 123,491

	

_
12/11/2013 124 28.95 44.80 13.05 20.19 665 166 40,081 510 55,507 79,387
12!1212013 98.5 28.52 44.13 13 20.12 656 238 56,606 616 66,787 112,555
12/13/2013 106 28.18 43.61 12.8 19.81 651 127.6 29,992 275 29,357 59,767
12/14/2013 65.2 28.01 43.33 12.84 19.87 619 78.5 18,335 208 22,274 35,441
12/15/2013 74.9 27.48 42.52 12.77 19.76 633 102 23,375 210 22,365 46,757
12/16/2013 66.7 28.16 43.57 14.15 21.89 604 70 16,438 170 20,062 31,874
12/17/2013 55 28.57 44.21 13.36 20.67 567 67.3 16,037 161 20,167 28,814
12/21/2013 50.6 25.62 39.65 10.49 16.23 592 63.2 13,505 510.2 44,636 26,256
12/23/2013 54.9 19.20 29.71 2.98 4.61 849 345.5 55,318 2279.5 56,653 167,797
1212412013 100 18.81 29.11 2.95 4.56 692 116 18,199 410.5 10,100 46,471
12/2512013 55.5 19.74 30.54 3.02 4.67 542 63 10,371 483 12,165 20,176

DAILY MAX 2,061.0 29.9 46.2 14.2 21.9 2,000.0 2,619.0 626,791.2 6,125.0 658,954.3 3,136,953.7
AVERAGE 401.0 26.9 41.6 11.4 17.6 862.9 516.3 118,571.8 1,505.6 148,262.4 441,376.6



Q VEOLIA
WATE R

January 6, 2013

JAN 10 2014

.:.s
OMP in: CE AND ENw6•-.

US EPA Region 10
Director, Office of Compliance & Enforcement
1200 Sixth Avenue, OCE-133
Seattle, Washington 98101

RE: NPDES # WA-002666-2, MONTHLY REPORT - December, 2013 - ELWHA
WATER TREATMENT PLANT

	

_

Attn: PCS Data Entry Team

Enclosed is the monthly Discharge Monitoring Report (DMR) for the Elwha
Water Treatment Plant (Port Angeles, WA), for the month of December, 2013.
The report is being submitted by Veolia Water North America (VWNA) Operating
Services on behalf of the US Department of Interior, Bureau of Reclamation.

On December 18 & 19th 2013 a TSS exceedance of 7 & 3 pounds per river CFS was
discharged back to the river. As out lined in the DMR an allowance of 22 lbs/river CFS is
allowed when turbidity is <50 NTU.

Operators are finding that when the turbidity changes from >50 to <50 NTU and the river
CFS decreases, the sediment discharge will lag. This lag of sediment entered into the
plant days prior to being discharged and then calculated using the lower river CFS which
causes the effluent limit to be exceeded. At this time the operators are continuously
running discharge pumps to minimize accumulation of sediment in the clarifiers.
A copy has been submitted to the Washington DOE.

Please contact me if you have any questions or comments regarding the enclosed report.

Sincerely,

Tom Hubbard
Project Manager

CC:

	

Tracy Gilchrist, NPS

Enclosures:

• DMR, December, 2013: EPA Form 3320-1 (4 pages)
• Table of values & mass limits for turbidity over and under 50 NTU

Page 1 of 1


	page 1
	page 2
	page 3
	page 4
	page 5
	page 6

